
GENERAL NOTES:

1. SEE PANEL SCHEDULES AND

TRANSFORMER SCHEDULES FOR FEEDER

SIZES.

ROUTE (15) 4" DIRECT BURIED EMPTY CONDUITS FROM THE SWITCHBOARD TO 5 FEET FROM

THE BUILDING EDGE, IN THE DIRECTION OF UTILITY TRANSFORMER TF#9, AND CAP ALL

CONDUITS.
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